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SCALE: 1" = 30'

GENERAL NOTES

1. UNLESS OTHERWISE NOTED, ROOF DRAINS WILL HAVE
AN OUTFALL INVERT AT THE MICRO—BIORETENTION
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INSTALL PROPOSED 8"X8” TAPPING SLEEVE AND
VALVE

INSTALL PROPOSED 6°X3" TAPPING SLEEVE AND
VALVE

INSTALL PROPOSED HYDRANT — KENNEDY
MODEL K—81D (VA CAMPUS STANDARD)

INSTALL PROPOSED POST INDICATOR VALVE (VA

CAMPUS STANDARD) — CONFIRM LOCATION WITH
VA PRIOR TO INSTALLATION

INSTALL PROPOSED FIRE DEPARTMENT CONNECTION
— REFER TO FIRE PROTECTION DRAWINGS

INSTALL PROPOSED 8°X6” REDUCER

INSTALL PROPOSED CONNECTION TO EXISTING
CHILLED WATER LINES — NEW SERVICE TO BE 4"

CHWS AND 4" CHWR (WITH ISOLATION VALVES) —
REFER TO MEP DRAWINGS

INSTALL PROPOSED CONNECTION TO STEAM SYSTEM
INSIDE BUILDING 364 — 3" STEAM SUPPLY AND 2"
CONDENSATE RETURN LINE — REFER TO MEP
DRAWINGS

INSTALL PROPOSED STEAM SERVICE - 3" SUPPLY

AND 2" CONDENSATE RETURN — REFER TO MEP
DRAWINGS

INSTALL PROPOSED ELECTRIC SERVICE -
CONNECT TO EXISTING ELECTRIC MANHOLE -
REFER TO ELECTRICAL DRAWINGS

INSTALL PROPOSED CONCRETE—ENCASED ELECTRIC

DUCT BANK — TWO (2) 4—INCH CONDUITS -
REFER TO ELECTRICAL DRAWINGS

INSTALL PROPOSED TRANSFORMER — REFER TO
ELECTRICAL DRAWINGS

INSTALL PROPOSED ELECTRIC SERVICE FROM
EXISTING GENERATOR — REFER TO ELECTRICAL
DRAWINGS

INSTALL PROPOSED 4" PVC ROOF DRAINS FROM
UNDERGROUND DOWNSPQUT CONNECTIONS (TYP.)

INSTALL PROPOSED STORM DRAINS AND

ASSOCIATED MANHOLES/INLETS (TYP.) — REFER TO
UTILITY PROFILES

INSTALL PROPOSED 4" PVC PERFORATED PIPES IN
STORMWATER MANAGEMENT FACILITIES — REFER TO
SWM PLANS

INSTALL PROPOSED 6" PVC SANITARY AND
ASSOCIATED STRUCTURES — REFER TO UTILITY
PROFILES

INSTALL CURB CUT (MD 640.02) AND RIVER ROCK
CHANNEL FOR SURFACE DRAINAGE FROM PARKING
TO SWM FACILITY

INSTALL CURB INLET (MD 374.68) AND RIVER ROCK
CHANNEL FOR SURFACE DRAINAGE FROM PARKING
TO SWM FACILITY

INSTALL 4" PVC FOUNDATION DRAINAGE FOR
BASEMENT AREA PUMP SYSTEM AND FUTURE
UNDERGROUND TUNNEL DRAIN PUMPS — PUMP
EFFLUENT TO ELEV. 29.40 TO BEGIN GRAVITY FLOW
TO 1-308. PROVIDE CLEANOUT AT BEND. REFER
TO MEP DRAWINGS FOR PUMP SYSTEM DETAILS

INSTALL (2) 4" COMMUNICATIONS CONDUITS —
REFER TO MEP DRAWINGS
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three inches = one foot

ALTERNATE #1

ELIMINATE ELEVATOR. FILL IN DOOR
OPENINGS WITH CONTRUCTION TO MATCH
ADJACENT WALLS. BASEMENT AND
ELEVATOR SHAFT TO REMAIN.

ALTERNATE #2

ARCHITECTURAL DEDUCTIONS
DELETE 10 BEDROOMS

ALTERNATE #3

ARCHITECTURAL DEDUCTIONS
DELETE BEDROOM WING IN IT'S ENTIRETY.

DELETE 4 BATHROOMS CONSTRUCT NEW EXTERIOR WALL TO MATCH BUILDING ENVELOPE.
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